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AGRO FIBER CO., LTD.     

304 INDUSTRIAL PARK 1, 138 MOO 7, THATOOM, SRIMAHAPHOTE, PRACHINBURI 25140  

THAILAND    

 

Sample Description: MDF FIRE RETARDANT BOARD  

Color: PINK  

Density: 793 kg/m3  

Thickness: 15 mm  

Style/Item No.: LOT 0506-21   

Composition: WOOD FIBER + GLUE  

Manufacturer: AGRO FIBER CO., LTD.   

The above sample(s) was / were submitted and identified on behalf of the client. SGS is not responsible for 

the authenticity, integrity and results of the data and information and / or the validity of the conclusion 

arising therefrom. Results apply to the sample as received. 

****************** 

 

Test Requested:  

EN 13501-1:2018 Fire classification of construction products and building elements－Part 1: Classification 

using data from reaction to fire tests.    

 

Test Results: -- See attached sheet – 

 

Test Period:  

Sample Receiving Date : APR.02, 2022 

Test Performing Date : APR.02, 2022 TO APR.13, 2022  

 

Signed for and on behalf of               
SGS-CSTC Standards Technical Services Co., Ltd. Anji Branch 

 

 

 

 

Allen Zou        
Approved Signatory      
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